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TYPICAL SERVICE STATION
HOOK-UP AT GRADE

(TYP)
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STANDARD SEQ UEN CE

FACIN G U TILITY STATIO N

FOR U NDERGRO UN D W ATER

H EADER INSTALLATIO N

(U NDERGRO UN D SYSTEM )

INSTALL FREEZE PROO F (IN  FREEZING

CON DITION ) SELF DRAIN ING VALVE

TYPICAL VALVE STEM  LOCATION

TYPE OF VALVES TO

SU IT SPECS.

1"x3/ 4" SW G

 TE (TYP)

E L  1 3 7 0

NOTES :
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NOTE :

FRONT
PLAN

FOR O VERHEAD W ATER

H EADER INSTALLATIO N
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IF BREATH IN G AIR IS 

REQ UIRED.  IT M U ST BE

LOCATED ADJACEN T TO

AIR LIN E. (AT GRADE 

&  ALSO ON  PLATFORM )

C L

1. SEQ U ENCE M UST BE KEPT (SEE PLAN DETAIL)

2. IF FREEZIN G CON DITION S EXIST, W ATER LIN E M UST CO M E O FF

  TO P O F H EADER. INSU LATE BO TH STEAM  &  W ATER LIN ES TO GETH ER &  

  BLOCK VALVE M U ST BE LOCATED NEAR HEADER.

3. LOCATE U TILITY STATIO N NEAR PIPE BEN T FO R SU PPORTIN G.
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TYPICAL SERVICE STATION
HOOK-UP AT A PLATFORM

NOTES :
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HANDRAILING

FROM  TOP OF PLATFO RM

*
LINES SUPPORTED OFF HANDRAILING

VALVE NORM ALLY

LOCATED NEAR HEADER

TYPICAL SYSTEM  IN FREEZING

SERVICEH
E A D

E R

1. USUALLY AIR &  BREATING AIR ARE LOCATED ON COLUM N PLATFORM S

  ONLY,  (DEPENDING ON CLIENTS REQU IREM ENTS).

2. SEE NOTES 1- 3 ON SHEET 1.
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1" SOCKOLET

 3/4 " DRN ,(PLU G NOT SEAL W ELDED)

1" IN ERT GAS

(W H ERE REQU IRED)
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